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Foreword 

This study was conducted for Antilles High School, Fort Buchanan, Puerto Rico, 
under Military Interdepartmental Purchase Request (MIPR) HEPRAN-
99RCL1031, “Condition Assessment and Recommendations for the Replacement 
of HVAC Controls and Related Systems at Antilles High School, Fort Buchanan, 
Puerto Rico,” dated 9 June 1999.  The technical point of contact was Rafael Ne-
gron, Facilities Engineer. 

The work was performed by the Energy Branch (CF-E), of the Facilities Division 
(CF), U.S. Army Construction Engineering Research Laboratory (CERL).  Jay-
nary Barreto was a student associated with the University of Puerto Rico at Ma-
yaguez, under the Committee for Institutional Cooperation’s “Summer Research 
Opportunities Program” (SROP).  The CERL principal investigator and SROP 
monitor was Martin J. Savoie.  This program allows academically promising stu-
dents the opportunity to conduct research in their discipline, within a mentored 
environment.  Special thanks is owed to CERL researchers Larry Lister and 
David Schwenk for their technical contributions to this study.  Larry M. Wind-
ingland is Chief, CEERD-CF-E, and L. Michael Golish is Chief, CEERD-CF.  The 
CERL technical editor was William J. Wolfe, Information Technology Laboratory.  
The Acting Director of CERL is William D. Goran. 

CERL is an element of the U.S. Army Engineer Research and Development Cen-
ter (ERDC), U.S. Army Corps of Engineers.  The Director of ERDC is Dr. James 
R. Houston and the Commander is COL James S. Weller. 
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1 Introduction 

Background 

The U.S. Department of Defense (DOD) actively supports good education for the 
dependents of its personnel and, for this reason, created the Department of De-
fense Education Activity (DoDEA).  The U.S. Army Corps of Engineers, together 
with DoDEA, are working to improve educational facilities in schools like Antil-
les High School (AHS) in Puerto Rico at Fort Buchanan.  One such project is the 
design of a new air-conditioning system that will improve comfort inside the high 
school gymnasium.  The school’s classrooms and gymnasium offices are air-
conditioned with a standard heating, ventilation, and air-conditioning (HVAC) 
system that uses a Freon®-based air-conditioning system.  Due to the high tem-
perature and high relative humidity common to Puerto Rico, it is desirable to 
implement an air-conditioning system that can maintain a controlled tempera-
ture of 75 °F and a 50 percent relative humidity. 

To achieve effective results at a low cost, “desiccant cooling” technology will be 
used in this application.  This system was considered because it can dehumidify 
the air entering the treated space, reduce the relative humidity, and result in 
lower operating costs than could a comparable conventional system with reheat, 
where the cost of electricity is high compared to natural gas (the fuel typically 
used as the energy source for desiccant regeneration).  “According to one esti-
mate, desiccant dehumidification could reduce total residential electricity de-
mand by as much as 25 percent in humid regions, providing a drier, more com-
fortable, and cleaner indoor environment with a lower energy bill.”  A necessary 
preliminary step before specifying a desiccant cooling system is to perform a 
moisture load analysis of the area to be cooled.  This study documents the mois-
ture load analysis of the gymnasium Building at AHS. 

Objectives 

The overall objective of this work was to perform an assessment of the HVAC 
system at AHS, to provide a written summary of the system’s condition, and to 
make recommendations for system improvement, including a detailed cost esti-
mate of a system upgrade.  The objective of this part of the work was to perform 
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a moisture load analysis of the Gymnasium Building at AHS to determine the 
required capacity of the desiccant cooling air-conditioning system to be installed. 

Approach 

1. A literature search was done to find the required standard moisture load cal-
culations, and temperature and moisture data relevant to Puerto Rico. 

2. Total moisture load was calculated by summing all possible moisture sources 
for the gymnasium area, for all its various levels of use. 

3. Recommendations were made regarding the capacity of the proposed desic-
cant cooling system based on these calculations, current usage patterns, and 
the assumption that, once the Gymnasium Building is air-conditioned, it is 
likely to receive increased use. 

Scope 

This study focuses specifically on the Gymnasium Building at AHS, Fort Bu-
chanan, PR.  However, the methodology and calculations used in this study are 
broadly applicable to similar sites, especially those in similar geographic loca-
tions. 

Mode of Technology Transfer 

This information is to be provided directly to the Antilles Consolidated School 
System.  It is also anticipated that this information will be made available 
through CERL’s world-wide web (WWW) at URL: 

http://www.cecer.army.mil. 
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Units of Weight and Measure 

U.S. standard units of measure are used throughout this report.  A table of con-
version factors for Standard International (SI) units is provided below. 

SI conversion factors 

1 in. = 2.54 cm 
1 ft = 0.305 m 
1 sq in. = 6.452 cm2 
1 sq ft = 0.093 m2 
1 sq yd = 0.836 m2 
1 lb = 0.453 kg 
°F = (°C x 1.8) + 32 
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2 Description of Desiccant Technology 
Desiccants are a class of materials that attract, hold, and directly remove mois-
ture from the air.  There are two basic types of desiccants:  solid and liquid.  A 
solid desiccant, like silica gel, is placed inside a “honeycomb wheel,” also called a 
“desiccant wheel.”  However, liquid desiccant is sprayed into the air to remove 
moisture.  The proposed system for the AHS gymnasium will use a desiccant 
wheel (Figure 1).  Humid air from the outside, also called “process air,” enters 
the wheel where it is dried by the solid desiccant.  After that, the dry air is cooled 
by an HVAC system connected to the wheel, and finally it flows throughout the 
treated space.  There is a second air stream called “reactivation air” that could 
come from either inside or outside the cooled space.  The desiccant wheel is 
driven by an electrical motor that rotates very slowly so the reactivation air can 
dry the desiccant, and then repeat the cycle by absorbing moisture again when it 
rotates back to the process air. 

Designing a desiccant system requires a moisture load analysis.  This analysis 
quantifies the moisture that will enter the treated space and therefore the mois-
ture that the system will remove.  At AHS, this analysis used a moisture load 
calculation methodology developed by Cargocaire Engineering Corporation 
(Munters Cargocaire 1990).  Figure B1 shows the worksheet used to calculate 
the total moisture load.  The first analysis made was the vapor transmission into 
dehumidify space or permeation, that is the moisture that passes through the 
walls, ceiling, and floor and that depends on the porosity of the material. 

Figure 1.  Desiccant wheel operation. 
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The second calculation made was the product load or cloth load, the analysis of 
how much moisture is carried by the cloth of the people entering the gymnasium.  
The personnel load (the moisture from respiration and perspiration) was also 
considered.  The fourth analysis calculated the moisture that infiltrates through 
cracks, doors, and walls, because no building is hermetically sealed.  The mois-
ture from combustion, evaporation, and from air leaks through conveyors or air 
locks was omitted from this analysis because a gymnasium setting does not have 
these moisture sources. 

The total internal moisture load was calculated for three different gymnasium 
uses (scenarios):  games, classes, and practices.  For some of the analyses (e.g., 
personnel load, cloth load, and infiltration through doors), the moisture that en-
ters the gymnasium depends on the people entering the gymnasium.  Therefore 
the total internal moisture will be different for each scenario.  Also, an outside 
moisture load that enters from fresh air or make-up air must also be calculated.  
Because not all of the air inside of the gymnasium can be reused, introduction of 
outside air is necessary to maintain fresh air inside the gymnasium.  After calcu-
lating each moisture load, the internal moisture load is added to the external 
moisture load to reach the total moisture load that enters the gymnasium. 
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3 Methodology 
Before starting any design, the engineer must establish the design conditions.  
Table 1 lists the outside and inside design conditions for the AHS gymnasium.  
These numbers were calculated using ASHRAE Handbook, Fundamentals 
(ASHRAE 1997).  In Puerto Rico, the dry bulb temperature (DB) is normally 90 
°F, and the wet bulb temperature (WB) is 78 °F in the summer and 68 °F in the 
winter.  This state will be considered the same for the interior-surrounding 
space, that is, for the halls and offices of the gymnasium.  Using the psychomet-
ric chart of shown in Figure 2, the conditions for the outside moisture content 
was found to be 130 gr/lb.  According to The Dehumidification Handbook (1990) 
“each gr/lb corresponds to 0.0067 in. of Hg.”  The outside vapor pressure was 
therefore calculated as the moisture content multiplied by 0.0067 in. of Hg, and 
the outside vapor pressure was calculated as 0.871 in. of Hg.  The same proce-
dure was repeated for the inside conditions.  The standard comfort conditions for 
the inside of the gymnasium are a dry bulb temperature of 75 °F and 50 percent 
relative humidity.  Using these two conditions in the psychometric chart, the in-
side moisture content was calculated as 60 gr/lb, and the vapor pressure at 0.402 
in. of Hg.  To calculate the total moisture load for the gymnasium, it was neces-
sary to calculate and sum seven different types of moisture loads: 

1. Moisture from permeation 
2. Moisture from personnel 
3. Moisture from cloth 
4. Moisture from air leaks through cracks 
5. Moisture from air leaks through walls 
6. Moisture from air leaks through doors 
7. Moisture from make up air. 

Table 1.  Outside and inside gymnasium conditions. 

Condition 
Temperature

(DB) °F 
Moisture 

Content (gr/lb)
Vapor 

Pressure (Hg)
Temperature 

(WB) °F 
Relative 

Humidity (%) 
Outside-Summer 90 130 0.871 78 60 
Outside-Winter 68     
Interior-Surrounding 
Space to be Treated 90 130 0.871 78 60 

Condition to be Main-
tained in Treated Space 75 60 0.402  50 
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Figure 2.  Psychometric chart. 

Vapor Transmission into Dehumidified Space:  Moisture from 
Permeation 

To calculate the permeation moisture load, it is necessary to find the material 
permeance factor, the surface area, and the difference in vapor pressure across 
the given material.  “Each material has a different permeance rating, according 
to how much water vapor it will pass per square foot in a given period of time at 
a given vapor pressure differential.  Since moisture travels through air more 
quickly than through solids, the permeance factor strongly depends on porosity 
of the material” (Munters Cargocaire, MA. 1990).  Water vapor moves through 
the materials at a rate proportional to the porosity and negatively proportional 
to the permeance factor.  A material with a large porosity will have a large per-
meance factor.  The gymnasium has four concrete block walls, a metal deck ceil-
ing, and a concrete floor.  Table A1 lists the permeance factor of each material. 

The design drawings of the gymnasium gave sufficient measurement data to cal-
culate the area of the walls, ceiling, and floor.  The walls were 84 ft long and 
24.25 ft high.  The louvers on the walls were considered separately because they 
will be sealed with a material that has a very low permeance factor compared 
with the permeance factor of the concrete block.  Each wall has a different num-
ber of louvers.  The area of each louver was subtracted from the total area of the 
walls (so that each wall has a different area than that listed in Table 2).  The 
area of the ceiling includes eight fans and 24 skylights, for a total area of 128 
and 384 sq ft, respectively. 
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Table 2.  Vapor transmission into dehumidified space: moisture from permeation 

 Material 
Permeance factor 

gr/hr/sq ft/in HgDVP  Area (sq ft)  D VP in Hg gr./hr 
Wall 1 Concrete block 2.4 X 1279 x 0.469 1439.65 
Wall 2 Concrete block 2.4 X 1415 x 0.469 1593.11 
Wall 3 Concrete block 2.4 X 1576 x 0.469 1773.95 
Wall 4 Concrete block 2.4 X 1704 x 0.469 1918.02 
Ceiling Metal deck 0 X 6544 x 0.469 0 
Floor Concrete  0.4 X 7056 x 0.469 1323.71 

      Wp Permeance 8048.4 

The ceiling is 84 ft long and 84 ft wide, for an area of 7056 sq ft.  This also differs 
from the area listed in Table 2, because the area of the fans and skylights were 
subtracted.  The fans and skylights will be sealed with the same material as the 
louvers, which have a permeance factor of zero.  The skylights also have a zero 
permeance factor, that is—no water vapor will pass through the ceiling, fans, or 
skylights.  The floor was 84 ft long and it 84 ft wide, for an area of 7056 sq ft. 

It was also important to calculate the difference in vapor pressure from the in-
side and outside of the gymnasium.  This analysis depends on the difference in 
vapor pressure on either side of the material because water vapor moves through 
the walls at a rate proportional to the difference in vapor pressure.  The differ-
ence in vapor pressure was calculated using the design conditions.  For the out-
side of the gymnasium, the vapor pressure was 0.871 in. of Hg.  For the inside of 
the gymnasium, the vapor pressure was 0.402 in. of Hg.  The difference in vapor 
pressure was therefore 0.469 in. of Hg. 

After calculating these results, it was possible to find the moisture load from 
each wall, from the ceiling and from the floor.  To calculate the moisture from 
permeation, it is necessary to multiply the permeance factor, the area, and the 
difference in vapor pressure of each material, and then to sum the loads.  In this 
particular case, the permeance moisture load was 8048.4 gr/hr. 

Personnel Load: Moisture from Personnel 

The essential part of calculating the personnel load is the water vapor and the 
moisture from respiration.  In a gymnasium setting, the number of people enter-
ing the space and their activity level is crucial, because more active people will 
have different moisture loads than less active people.  The number of people will 
depend on the setting: game, class, or practice, and the moisture evaporation will 
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depend on the degree of physical activity of each person.  In each setting, some 
people will be seated, some at rest, some standing, some doing light work, and 
some doing moderate work.  The moisture evaporation for each one was calcu-
lated using Figure B3.  With an inside temperature of 75 °F, the moisture evapo-
ration for people seated at rest was 700 gr/hr; for people standing, 2400 gr/hr; for 
people doing light work, 3500 gr/hr; and for people doing moderate work, 5500 
gr/hr. 

The number of people in each period varies.  For a game period, there are (on av-
erage) 300 people inside the gymnasium.  (The maximum capacity of the gymna-
sium is 400.)  According to the AHS principal, an average of 30 students play in 
one game.  A simple analysis estimates that 250 persons will watch a game, 10 
persons will be standing, and 10 will be doing light work.  In a class period there 
will be no people seated, 25 persons standing, 50 doing light work, and 175 doing 
moderate work.  These numbers are based on the assumption that there are 50 
students in each 1-hour class.  Five of those are standing, 10 doing light work 
(e.g., walking), and 35 playing or doing moderate work.  Each school day has five 
class periods so that each of the last numbers is multiplied by 5 to obtain the to-
tal people inside the gymnasium in 1 day.  In a practice period only the team 
(about 30 individuals) uses the gymnasium.  In this instance, no people are 
seated (at rest), an average of 5 people are standing, 5 doing light work, and 20 
doing moderate work (Tables 3, 4, and 5).  The personnel load for each activity 
state was calculated by multiplying the number of people by the moisture evapo-
ration: 

Wn = (Pa x Fa) + (Pb x Fb) + (Pc x Fc) + (Pd x Fd) 

where: 

Wn = the moisture from personnel 

Pa, Pb, Pc, and Pd = the number of people seated at rest, standing, doing 
light work and doing moderate work, respectively 

Fa, Fb, Fc, and Fd = the evaporation per person. 

An analysis of each setting showed that the total moisture from personnel in a 
game setting was 399,000 gr/hr, in a class setting was 1,197,500 gr/hr, and in a 
practice setting was 139,500 gr/hr. 
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Table 3.  Personnel load for a game period. 

People watching game "A" 250 Personnel load 175,000 
Moisture evaporation (gr/h    r) 700 (# people*gr/hr)  
People standing "B" 10 Personnel load 24,000 
Moisture evaporation (gr/hr) 2400 (# people*gr/hr)  
People doing Light Work "C" 10 Personnel load 35,000 
Moisture evaporation (gr/hr) 3500 (# people*gr/hr)  
People playing "D" 30 Personnel load 165,000 
Moisture evaporation (gr/hr) 5500 (# people*gr/hr)  
Temperature DB *F 75   
Total of people per day 300  Wn (gr/hr): 399,000 

Table 4.  Personnel load for a class period. 

People seated at rest "A" 0 Personnel load 0 
Moisture evaporation (gr/hr) 700 (# people*gr/hr)  
People standing "B" 25 Personnel load 60,000 
Moisture evaporation (gr/hr) 2400 (# people*gr/hr)  
People doing Light Work "C" 50 Personnel load 175,000 
Moisture evaporation (gr/hr) 3500 (# people*gr/hr)  
People doing Moderate Work "D" 175 Personnel load 962,500 
Moisture evaporation (gr/hr) 5500 (# people*gr/hr)  
Temperature DB *F 75   
Total of people per day 250   
Total of people per hour 50  Wn (gr/hr): 1,197,500 

Table 5.  Personnel load for a practice period. 

People seated at rest "A" 0 Personnel load 0 
Moisture evaporation (gr/hr) 700 (# people*gr/hr)  
People standing "B" 5 Personnel load 12000 
Moisture evaporation (gr/hr) 2400 (# people*gr/hr)  
People doing Light Work "C" 5 Personnel load 17500 
Moisture evaporation (gr/hr) 3500 (# people*gr/hr)  
People doing Moderate Work "D" 20 Personnel load 110000 
Moisture evaporation (gr/hr) 5500 (# people*gr/hr)  
Temperature DB *F 75   
Total of people per day 30  Wn (gr/hr): 139500 
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Product Load: Moisture from Cloth 

Moist material brought into the gymnasium also affects the moisture load.  The 
most common moist material that generally enters a gymnasium is clothing.  If a 
solid material is dryer than its surrounding it will absorb the moisture in the air;  
if the air is dryer than the material, the material will liberate moisture.  This 
process is due to the difference in vapor pressure between the material and its 
surroundings.  When a moist material enters the gymnasium, it will give up 
moisture until the vapor pressure between the material and the air is the same.  
Each material must be treated differently to calculate how much moisture it can 
bring into the space.  Figure B4 shows the equilibrium moisture contents of some 
materials when the space temperature is 75 °F.  The general formula to calculate 
the moisture that will enter the gymnasium from clothing is: 

Wpp = (lb/hr) x (pw2 – pw1) 

where: 

Wpp   = the water vapor from clothing in lb/hr 

(lb/hr)  = the total mass of material entering the room every hour 

pw2 = the equilibrium moisture content of material before entering the 
gymnasium (lb/hr) 

pw1 = the equilibrium moisture content of material inside the gymnasium 
(lb/hr). 

Cotton is one of the most common cloth materials used in Puerto Rico, especially 
in school uniforms.  For this reason, cotton was studied as the cloth material.  To 
begin the analysis, it was necessary to find the equilibrium moisture content of 
material before entering the gymnasium (pw1).  This was calculated using Fig-
ure B4 and the outside conditions.  Assuming a relative humidity of 60 percent 
and cotton as the material, the moisture content was 0.07 lb/lb.  The equilibrium 
moisture content of the material inside of the gymnasium (pw2) was also calcu-
lated using Figure C3, along with inside conditions.  Assuming a relative humid-
ity of 50 percent and cotton material, the moisture content was calculated as 
0.06 lb/lb.  It is also necessary to calculate the total mass of the material enter-
ing the gymnasium.  This amount will depend of the setting or period, because it 
depends on how many people enter the gymnasium in 1 hour.  For a game period, 
the total people entering the gymnasium is 150 and the weight of the cloth per 
person is an average of 2 lb, therefore the total mass entering the gymnasium in 
1 hour was 300 lb/hr.  For a class period the total people entering the space in 1 
hour is 50, and the total mass that enters the gymnasium is 100 lb/hr.  In the 
practice period the people that will enter the gymnasium in 1 hour is 30, there-



16 ERDC/CERL TR-00-3 

 

fore the total mass of material is 60 lb/hr.  These calculations are shown in Ta-
bles 6, 7, and 8.  The total moisture from cloth was calculated using the given 
formula, and then by multiplying the result by 7000, to convert lb/hr to 
grains/hr.  For a game period, the moisture load was 21000 gr/hr; for a class pe-
riod, it was 7000 gr/hr; and for the practice period, it was 4200 gr/hr. 

Moisture from Combustion and Moisture Evaporated from Wet Surfaces 

In spaces where open gas burners are used for heat and to process food, the 
moisture that results from combustion and the evaporation from the wet sur-
faces can add significant loads.  This is not the case in a high school gymnasium 
where there are no open gas burners or wet surfaces.  Therefore, these moisture 
loads were not calculated. 

Table 6.  Product load:  moisture from cloth in a game period. 

Parameter Measure 
Temperature outside the Gym *F 90 

Relative Humidity outside the Gym % 60 
Equilibrium moisture content of material before entering the Gym (pw1) lb/lb 0.07 
  
Temperature inside the Gym *F 75 
Relative Humidity inside the Gym % 50 
Equilibrium moisture content of material inside the Gym (pw2) lb/lb  0.06 
  
People entering the Gym in one hr: 150 
Weight of cloth (cotton) per person (lb):   2 
Total mass of material entering the room in one hr (lb/hr): 300 
  
Wpp=lb/hr*(pw1-pw2)= 3.00 
  
Note:  
To convert lb/hr to gr/hr multiply by 7000  
  
Wpp in gr/hr= 21000 
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Table 7.  Product load:  moisture from cloth in a class period. 

Parameter Measure 
Temperature outside the Gym *F 90 
Relative Humidity outside the Gym % 60 
Equilibrium moisture content of material before entering the Gym (pw1) lb/lb 0.07 
  
Temperature inside the Gym *F 75 
Relative Humidity inside the Gym % 50 
Equilibrium moisture content of material inside the Gym (pw2) lb/lb  0.06 
  
People entering the Gym in one hr: 50 
Weight of cloth (cotton) per person (lb):   2 
Total mass of material entering the room in one hr (lb/hr): 100 
  
Wpp=lb/hr*(pw1-pw2)= 1.00 
  
Note:  
To convert lb/hr to gr/hr multiply by 7000  
  
Wpp in gr/hr= 7000 

Table 8.  Product load:  moisture from cloth in a practice period. 

Parameter Measure 
Temperature outside the Gym *F 90 
Relative Humidity outside the Gym % 60 
Equilibrium moisture content of material before entering the Gym (pw1) lb/lb 0.07 
  
Temperature inside the Gym *F 75 
Relative Humidity inside the Gym % 50 
Equilibrium moisture content of material inside the Gym (pw2) lb/lb  0.06 
  
People entering the Gym in one hr 30 
Weight of cloth (cotton) per person (lb):   2 
Total mass of material entering the room in one hr (lb/hr): 60 
  
Wpp=lb/hr*(pw1-pw2)= 0.60 
  
Note:  
To convert lb/hr to gr/hr multiply by 7000  
  
Wpp in gr/hr= 4200 
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Moisture from Air Leakage through Cracks 

Cracks are an important part of the moisture load calculation, and must be con-
sidered because no building is hermetically sealed.  Moisture enters the gymna-
sium via air leaks through cracks.  This analysis considered three types of air 
leak locations:  cracks in doors (frames), cracks in louvers (frames), and cracks in 
fans (frames).  The moisture load was calculated separately for each case. 

Each analysis considered the air leakage rate through the crack, the length of 
the crack, the air density, and the difference in moisture content between the in-
side and outside.  The following formula calculates the moisture carried through 
cracks in an exterior wall: 

Wi = Q x d x (Mo-Mi) x L 

where: 

Wi  = the moisture load 

Q  = the air leakage rate 

D  = the air density 

(Mo-Mi) = the difference in moisture content and L is the crack length. 

This formula was used to find the moisture load for each case.  Table A2 was also 
used to find the air leakage through door frames, assuming cracks with an aver-
age width of ¼ in. and a wind velocity in Puerto Rico of approximately 10 mph or 
880 fpm (ASHRAE 1997).  The air leakage rate through door frames was there-
fore calculated as 515 cu ft/hr/ft.  The same process was used to find the air 
leakage rate through the louver frames (because the gymnasium’s louvers will be 
sealed before installing the system).  Figure 3 shows a gymnasium door and an 
(unsealed) louver.  Measurement of moisture load for the louver frames assumed 
cracks with a  1/8-in. width.  As before, the air leakage rate for the louver frames 
was calculated as 255 cu ft/hr/ft.  The calculation for the fan frames assumed 
cracks with a depth of 1/16 in. for an air leakage rate of 130 cu ft/hr/ft. 

The length of each crack was calculated from the length of each frame, using 
data taken from the design drawings (Table 9).  Four of the door frames (the 
double doors) had a crack of 39.33 ft, and two of the doors (the single doors) had 
a crack length of 23.66 ft.  The length of the louver frames varied with the quan-
tity of louvers in each wall or door.  The first wall had 16 louvers with a total 
crack length of 400 ft.  The second wall had 12 louvers with a crack length of 300 
ft.  There were 10 louvers in the third wall with a crack length of 250 ft.  The 
fourth wall had 8 louvers with a crack length of 200 ft.  Two of the double doors 
also had louvers.  Each of these doors had six louvers and a crack length of 90 ft. 
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Table 9.  Infiltration load: moisture from cracks. 

Location No. of cracks 
Air Leakage Rate 

(cu ft/hr/ft) 
Length of 
Crack (ft) Air Density D gr/lb gr/hr 

Cracks in door frames 

Door 1 1 515 39.33 0.075 70 106,338 
Door 2 1 515 39.33 0.075 70 106,338 
Door 3a 1 515 39.33 0.075 70 106,338 
Door 3b 1 515 23.66 0.075 70 63,971 
Door 3c 1 515 23.66 0.075 70 63,971 
Door 4 1 515 39.33 0.075 70 106,338 

Cracks in louver frames 
 Number of Louvers      
Wall 1 16 255 400 0.075 70 8,568,000 
Wall 2 12 255 300 0.075 70 4,819,500 
Wall 3 10 255 250 0.075 70 3,346,875 
Wall 4 8 255 200 0.075 70 2,142,000 
Door 1 6 255 90 0.075 70 725,495 
Door 2 6 255 90 0.075 70 725,495 

Cracks in fan frames 
 Number of Fans      
Ceiling 8 130 16 0.075 70 87,360 
     Total WI= 20,968,021 

An air density nomograph (shown in Figure B2) was used to calculate the air 
density for different regions.  The air density in Puerto Rico is approximately 
0.075.  This value was used to calculate the infiltration load through cracks in 
doors, louvers, and fans.  The calculation for the difference in moisture content 
was also used in cracks in doors as in louvers and fans walls.  For the outside, 
the moisture content was 130 gr/lb and for the inside it was 60 gr/lb, therefore 
the difference in moisture content was 70 gr/lb.  The infiltration load for each 
case was calculated using this formula.  The sum of all results yields the total 
load from infiltration through cracks, or 20,968,021 gr/hr. 

Moisture from Air Leakage through Doors 

When any door opens, it creates local, short-term pressure differences and air 
turbulence that can pull in moisture inside the space.  To calculate this moisture 
load, one must consider the area of the door, wind velocity, air density, the differ-
ence in moisture content, and the time (minutes per hour) that the door is open.  
This last item will be different for each of the three activity scenarios in the 
gymnasium moisture analysis.  This moisture load was calculated separately for 
game, class, and practice periods (Tables 10, 11, and 12). 
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Table 10.  Infiltration load:  moisture from doors in a game period 

 
Area of  

Door (sq ft) 
Wind  

Velocity (fpm)
Air  

Density
Minutes
Open/hr*

Air moisture 
Outside (gr/lb) 

Air moisture 
Inside (gr/lb) gr/hr 

Door 1 61 880 0.075 20 130 60 5,667,200 
Door 2 61 880 0.075 0 130 60 0 
Door 3a 61 50 0.075 20 130 60 320,250 
Door 3b 30 50 0.075 2 130 60 15,750 
Door 3c 30 50 0.075 2 130 60 15,750 
Door 4 61 880 0.075 0 130 60 0 
      Total Wi= 6,018,950 

Table 11.  Infiltration load:  moisture from doors in a class period. 

 
Area of 

Door (sq ft) 
Wind Velocity 

(fpm) 
Air  

Density
Minutes 
Open/hr*

Air Moisture
 Outside (gr/lb)

Air Moisture  
Inside (gr/lb) gr/hr 

Door 1 61 880 0.075 10 130 60 2,833,600 
Door 2 61 880 0.075 0 130 60 0 
Door 3a 61 50 0.075 10 130 60 160,125 
Door 3b 30 50 0.075 1 130 60 7,875 
Door 3c 30 50 0.075 1 130 60 7,875 
Door 4 61 880 0.075 0 130 60 0 
      Total Wi= 3,009,475 

Table 12.  Infiltration load:  moisture from doors in a practice period. 

 
Area of  

Door (sq ft) 
Wind 

Velocity (fpm) 
Air 

Density 
Minutes
Open/hr*

Air Moisture
Outside (gr/lb)

Air Moisture 
Inside (gr/lb) gr/hr 

Door 1 61 880 0.075 5 130 60 1,416,800 
Door 2 61 880 0.075 0 130 60 0 
Door 3a 61 50 0.075 5 130 60 80,063 
Door 3b 30 50 0.075 0 130 60 0 
Door 3c 30 50 0.075 1 130 60 7,875 
Door 4 61 880 0.075 0 130 60 0 
      Total Wi= 1,504,737 

The following formula was used to calculate the moisture from air leaks through 
doors: 

Wi = (air flow velocity) x (open area) x (air density) x (time open)  
x (air moisture outside-air moisture inside) 

For all the periods, these numbers will be the same except when each door is 
open.  Since this number is different for each activity setting, it was calculated 
first.  Doors are most often opened in a game period, because during games, more 
people enter the gymnasium in less time.  The number of minutes the doors were 
opened was analyzed by estimating how many people enter gymnasium during 
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the game.  The game period last 4 hours (2 hours of play, 1 hour to arrive, and 1 
hour to leave).  During the first and the last hour, people open the doors at a 
higher rate (about 30 min/hr).  During the 2 hours of play, there is less move-
ment.  (The door opens on average about 10 min/hr.)  These calculated times 
were summed and averaged.  The sum of 80 min/hr in 4 hours averages to a rate 
of 20 min/hr.  The two exiting doors are not in use during the school year, and 
two other doors enter the coaches’ offices.  The coaches’ doors are not used often 
during games, only about 2 min/hr.  A similar analysis estimated these rates for 
class and practice periods.  Class periods last 5 hours a day.  The average rate of 
entries for this period was 10 min/hr for the exiting doors and 1 min/hr for each 
of the coaches’ offices.  For practice periods, the rate of people entering the gym-
nasium is the lowest, comparing to the other two settings.  Practices last 3 hours, 
5 days a week.  The average rate of door opening during practices was 5 min/hr 
for the exiting doors, and 1 min/hr for only one coach office.  The other office was 
not considered because only one coach supervises any practice session. 

The design drawings provided sufficient measurements to find the area of the 
doors.  The area of the exit doors’ was 61 sq ft.  The area of the doors to the 
coaches’ offices (single doors) was 30 sq ft.  The air density for Puerto Rico is 
0.075, the moisture content outside the gymnasium is 130 gr/lb, and the mois-
ture content inside the gymnasium is 60 gr/lb.  There is also a wind velocity of 10 
mph, or 880 fpm.  The wind velocity was not considered for the calculation of the 
coaches’ offices, because this specific data was not available.  According to The 
Dehumidification Handbook, “if a door opens to another space [not the outside], 
assume there is an air current of 50 ft per minute into the room for the time the 
door remains open, unless there is better specific data available.”  Using this 
formula, the infiltration load through each door for each setting was calculated 
and summed to give the final results (Tables 10, 11, and 12). 

Moisture from Air Leakage through Walls 

It was important to analyze the infiltration passing through walls.  The area of 
each wall, the air density, the difference in moisture content, and the air leakage 
rate must be considered.  The formula to find the infiltration load through wall 
is: 

Wi = (surface area) x (air leakage rate) x (moisture outside-moisture inside) x (air density). 
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Table 13.  Infiltration load:  moisture from walls. 

 
Air leakage rate 

(cu ft/hr/ft) 
Wall Area

(sq ft) 
Air  

density
D 

(gr/lb) gr/hr 
Wall 1 0.09 1279 0.075 70 604.3 
Wall 2 0.09 1415 0.075 70 668.7 
Wall 3 0.09 1576 0.075 70 744.7 
Wall 4 0.09 1704 0.075 70 805.1 

    Total Wi= 2822.9 

The drawing designs provided sufficient detail to calculate the surface areas.  
The area of the louvers was subtracted from the area of each wall, which ex-
plains the difference between the calculated and measured areas (see Table 13).  
The air density and the difference in moisture content are the same as discussed 
before:  0.075 and 70 gr/lb, respectively.  Table A2 was used to find the air leak-
age rate.  For a wall with three coasts of plaster and a wind velocity of 10 mph, 
the air leakage rate was 0.09 cu ft/hr/ft.  After calculating the infiltration load for 
each of the four walls with the formula, the final result was a load of 2822.9 
gr/hr. 

Review of the Data: Internal Moisture Loads 

To calculate total moisture load, it was first necessary to calculate the internal 
moisture loads.  Table 14 lists these internal moisture loads. 

Table 14.  Review of the data: internal moisture loads. 

Source Game Class Practice 
Permeation 8048.4 8048.4 8,048.4 
Cloth 21000 7000 4,200 
Personnel 399000 1197500 139,500 
Combustion None None None 
Evaporation None None None 
Air leaks:    
Conveyors None None None 
Air Lock  None None None 
Cracks 20968021 20968021 20,968,021 
Walls 2822.9 2822.9 2,822.9 
Doors 6018950 3009475 1,504,737 
Total Wint 27417843 25192868 22,627,330 
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Moisture from Make-Up Air 

The internal moisture loads are the ones that come from inside the gymnasium.  
However, generally the largest amount of moisture that enters the gymnasium is 
the introduction of makeup air (usually called “fresh air”).  Fresh air is intro-
duced into the system “to provide ventilation for people and make-up air for ex-
haust hoods and fans, and/or to maintain a positive air pressure in the room 
compared to the surrounding environment” (Munters Cargocaire 1990).  This air 
comes from outside of the gymnasium.  The moisture that is carried by this air 
will be removed by the system before it enters the room. 

This moisture load was calculated by measuring the air density, the moisture 
inside the room, the moisture level outside the room, and the air flow rate re-
quired to remove the moisture.  Note that standards establish a minimum fresh 
air requirement of 15 to 25 cu ft per minute per person.  This standard of 25 cfm 
per person was used to calculate the air flow rate.  The number of people inside 
the space vary with the activity period in a gymnasium.  If there are 300 people 
in a game, the air flow rate must be 7500 cfm; if there are 50 people in a class, it 
must be 1250 cfm; in a practice of 30 people, the air flow rate has to be 750 cfm.  
Table 15 shows the final results for the outside moisture load, for each setting, 
converted from gr/min to gr/hr. 

Total Moisture Load 

The total moisture load that will enter the gymnasium is the sum of the internal 
load added to the external moisture load.  That is, the moisture that comes from 
permeation, cloth, people, cracks, doors, and walls was added to the moisture 
that enters with fresh air.  Table 16 lists three different results for each setting. 

Table 15.  Moisture from make up air. 

 
Air density 

(lb/cu ft) 

Moisture 
Inside Room

(gr/lb) 

Moisture level
Outside Room

(gr/lb) 

Air flow rate 
to remove the 
moisture (cfm)

Minutes 
per Hour 

Moisture load
from fresh air 

(gr/hr) 
Game 0.075 60 130 7500 60 2,362,500 
Class 0.075 60 130 1250 60 393,750 
Practice 0.075 60 130 750 60 236,250 

Table 16.  General results. 

Setting Internal Moisture Load External Moisture Load Total Moisture Load 
Game 27,417,843 2,362,500 29,780,343 
Class 25,192,868 393,750 25,586,618 
Practice 22,627,330 236,250 22,863,580 
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4 Conclusions 
This study has calculated the moisture load for the AHS gymnasium, Fort Bu-
chanan, Puerto Rico, as a preliminary step to implementing a desiccant cooling 
system.  The analysis considered the moisture that comes from permeation, peo-
ple, and cloth; air leaks through cracks, walls, and doors; and the moisture that 
comes from make up air in three different settings:  games, classes and practices.  
The first calculations comprise the internal moisture load, and the last one com-
prises the external moisture load.  The total moisture load for the AHS gymna-
sium was 29,780,343 gr/hr for a game scenario, 25,586,618 gr/hr for a class sce-
nario, and 22,863,580 gr/hr for a practice scenario. 

The results of this analysis show that the peak moisture load occurs during game 
periods (currently once a week).  However, it is important to note that, after the 
gymnasium is air-conditioned, activities may be scheduled more frequently.  An-
other increase in activity may occur after the summer of 1999, when the Head-
quarters, U.S. Army South will be established at Fort Buchanan. 

The final moisture load could be reduced by lessening the moisture load due to 
cracks.  This could be accomplished by improving the joint seals around the ven-
tilation louver covers.  However, this may not be a practical solution because the 
louvered covers must be easily removable to service the air-conditioning system.  
This is also true for the covers on the roof mounted ventilation fans. 
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Appendix A:  Supplementary Tables 

Table A1.  Building material permeance factor. 
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Table A2.  Air leakage through cracks and walls. 
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Appendix B:  Supplementary Figures 

Figure B1.  Cargocaire worksheet. 
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Figure B2.  Air density nomograph. 

Figure B3.  Moisture infiltration from occupants. 
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Figure B4.  Moisture infiltration from cloth. 
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